Ductile Iron Tapping Tee
Mechanical Joint Sleeve
Installed on Asbestos Cement Pipe, Cast Iron Pipe and Ductile Iron Pipe.

Stainless Steel or Steel Tapping Tee

Stainless Steel Tapping Tee
Installed on Asbestos Cement Pipe, Cast Iron Pipe and Ductile Iron Pipe.

Steel Tapping Tee
Installed on Ductile Iron Pipe Only.

Notes:
1. Stainless steel tapping tees shall have full circle seal. Bolts and nuts shall be stainless steel.
2. Steel tapping tees shall be epoxy coated. Bolts and nuts shall be Cor-Ten or stainless steel.
3. All tees and valves to be water tested before tap.
4. Tapping tee may be size on size. Tap shall be at least 2” smaller diameter than the existing main.