NOTES:
1. Neoprene gaskets required at all CMP and CPE pipe joints.
2. 36" Minimum pipe diameter, where diameter is less than 60", omit access risers and provide type 2 catch basin at each end of pipe (maximum spacing shall be 100 feet).
3. All metal parts shall be corrosion resistant. Steel parts shall be galvanized and asphalt coated (treatment 1 or better).
4. Capacity of outlet pipe must be equal to or greater than all inlet pipes combined.
5. Access risers required centered over every 100' of detention pipe when type 2 catch basins are provided on each end, or at either end of a 100 foot long parallel pipe as shown above. Additional accesses are required for every 50 additional feet of detention pipe.
6. In areas with vehicular traffic, provide traffic bearing access (HS-20) over corrugated metal manhole, per standards.

City of Bellevue
SURFACE WATER UTILITY

DETENTION PIPE

JULY, 1998
NO. D-31