TYPICAL LUMINAIRE LOCATIONS

SIDEWALK WITH PLANTER STRIP
- Curb
- Planter
- 4" thick concrete pad – 6" around junction box
- Luminaire
- 2" conduit
- WSDOT Type II junction box

SIDEWALK WITH PLANTER BEHIND
- Curb
- Sidewalk
- Luminaire
- 2" conduit
- WSDOT Type II junction box
- 4" thick concrete pad – 6" around junction box

SIDEWALK WITH VERTICAL WALL
- Curb
- Sidewalk
- Luminaire
- 2" conduit
- WSDOT Type II junction box
- 4" thick concrete pad – 6" around junction box
- Wall
- 3' min. clearance

NO SIDEWALK
- Curb
- Planter
- Luminaire
- 2" conduit
- WSDOT Type II junction box
- 4" thick concrete pad – 6" around junction box

NOTE:
1. Must maintain 3' minimum clearance from pole handhole to any obstruction.